
1 REVISOR 4715.1720

4715.1720 DESIGN OF BUILDING WATER DISTRIBUTION SYSTEM.

The design of the building hot and cold water distribution system shall conform to
good engineering practice. Methods used to determine pipe sizes shall be acceptable to the
administrative authority. (A guide to the design of building water supply systems is given
in parts 4715.3500 to 4715.3800.)

Statutory Authority: MS s 326.37 to 326.45; 326B.43 to 326B.49

History: L 2007 c 140 art 6 s 15; art 13 s 4
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